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Emergency Overflow 

Discharge 
416,941 gpm 

OlK Units·1,2,3Sw.Yd. 
on-contact cooling 50 gpm 

INTAKE 

01G Bldg. Sumps 
Emergency By-pass 

018 Ash Transport 
Slowdown 6,441 gpm 

01A Once·thru Condenser 
Cooling Water 380,500 gpm 

01F Ash 

UNITS 1-4 01F Ash Transport 

OlM Priming & Aux Cooling 
30,000 gpm 

01 H Coal Pile Runoff Pond Overflow 

01 F Ash Transport 5,923 gpm 

ALL FLOWS ARE MAXIMUM 
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GEORGIA POWER COMPANY 
PLANT HAMMOND 

NPDES PERMIT NO. GA 0001457 
Flow Ham.ppc Jan. 2002 


